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CO U N C I L C 0 M M UN I CAT1 0 N 

A G E N D A  TITLE: P U B L I C  HEARISG TO CONSIDER ADOPTION O F  1991 
UNIFORM FIRE CODE 

MEETING DATE: A p r i l  7 ,  1993 

PREPARED B Y :  R o b e r t  G o r b e t .  Fire M a r s h a l  

RECOMMENDED ACTION: 

FUNDING: None required. 

T h a t  t h e  C i t y  C o u n c i l  c o n d u c t  a p u b l i c  
h e a r i n g  t o  consider a d o p t i n g  t h e  1991 
U n i f o r m  F i r e  C o d e  a n d  Amendments  a s  
p r e s e 7 t e d .  

R o b e r t  L .  & b e t  
F i r e  M a r s h a l  

R G / l h  

A t t a c h m e n t s  

C C 0 4 0 7 . 9 3  



DATE : 

The Unifom Fire Codes a r e  dedicated t.o fire Life s a f e t y  In a l l  
occupancies t o  protect property and t:uman life. Sections of the 
U n i f o r m F i r e  ccde  a r e  already adontec! S y  the State Fire !?arsha! an2 
a r e  enforceable a s  state l aw.  

Changes to t h e  Codes a r e  processed each y e a r  and p u b l i s h e d  ~yvery 
three years in a f o r m  permitting r e z d y  adoption b y  local 
communities. Anyone may propose changes to the codes. These 
changes are csrefully reviewed by code cormittees to become a part 
of t h e  code. These meetings allow the f ree  exchange of views 
leading to changes which are responsive to the concerns of the 
construction industry, design professiona!~ and building o f f i c t a l s .  

The State of  California adopts the 'u'nifoi-m Codes by refersccc and 
requires c i t i e s  and counties to adopt the same within six m o z t h s .  
This process in-cures un5formity ir, enforcement betweer. 
jurisdictions. 

Included in this packe t  is the v e r b i a g e  to adcpt the U n i f o r m  F i r e  
Code and any amer,dments or additions that have been made to conform 
to the requirements of t h e  C i t y  Of L o d i .  

The proposed an,endments have not been changed from the prior years 
adoptions with the exception of wording changes and deletions to 
conform with the 1991 U n i f o r f i  F i r e  Code. 

. .. . . . - - - -  -. .-... .-l.--..;, .. I.., . . 
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CARNEGJE FORCM 
Time: 7:30 p . m .  

regarding this Public Hearing 

Jennifer M. Ekrrin 
Please Contact: 

City Clerk 
Telephone: 333-6702 

NOTtCE OF PUBLIC HEARING 

NOTICE IS HEREBY GIVEN that on Wednesday, at the hour of 7:30 p.m., or as 
soon thereafter as the matter may be heard, the City Council will conduct a 
public hearing to consider the following matter: 

Adoption of Uniform F i r e  Code 

April 7, 1993 

a) 

All interested persons are invited to present their views and comments on this 
matter. Written statements may be filed with the City Clerk at any time prior 
to the hearing scheduled herein, and oral statements may be made at said 
hearing. 

I f  you challenge the subject matter in court, you ma.) be limited to raising only 
those issues you or someone else raised at the Public Hearing described in 
this notice or in written correspondence delivered to the City Clerk, 221 West 
Pine Street, at or prior to the Public Hearing. 

By Order Of the Lodi City Council: 

Amroved as to form: 

--2 
-I .. - 

. .  

c; i - ' I - ' - -  ,& 
L Bobby W. McNatt 

City Attorney 



ORDIYAEICE NO. I572 
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BE IT 0RI)F.INED BY TXE Lo31 CITY COiTh'CIL. 

-- Sect ion  1. s e c t i o n  15.20.310 t5rolrg:l 15.20.180 i nc l r t s ive  of 
t 3 e  Code of t h e  C i t y  of LoZF is kereby repealed aRd is s q e r s e 2 e d  
and rep laced  5 y  new sect5or.s I 5 . 2 O . 0 1 0  t k r o z ~ k  15.20.450 
i n c l u s i v e  as k e r e i n a f t e r  set f o r t h .  

~ _ _ _ _  Section 2 .  %ere I s  here3y  
t k rough  15.20.450 of  the Cc?e of 
t S  follows: 

15.20.010 ADOPTION 

The p rov i s ions  set f o r t h  i r ~  
EdTtior?", together w i t 5  t 5 e  

t h e  "Uniforrr! P i r e  Code, 1991 
aDDeE2ixe.S I - A ,  I-3. I - c .  I I - A ,  

. - . .... 
1 .A .a;,. - '. - 



IS. 20  - 030 BUREAU OF FIRE PREVENTION 

15.20.050 SECTION ?.101(i) ADDED RESPONSIBILITY FOR 
SNFORCEXENT 

section Z . I C ! . ( i )  cf t h e  "'Jniforrn F i r e  ~ c d e .  1991 C3:tlor." ado>?ted 
S y  Section 15.20.910 1s addec! to read as f?!!ous: 

mke 2pprehens i32 .  2etsZ:loc an? p r c s e z ~ t = o z  of t hose  persczs 
Tound t o  Se 5 2  v i o ! a t i o n  of ?he 3 r s o n .  s x p ! o s i v e  and fire 
i n s u r a n c e  fracd sectiocs of t h e  C a l  ifcv-' ..--c - penal  Code. 

15.20.060 SECTION 2.103(b) ADDED FIXE PREVENTION BUREAU- 
ARSON INVESTIGATORS 

Section 2 . 1 0 3 5  of the "UAiforn F i r e  Code. 1991 Edition" adop ted  
> y  section 15.20.013 is aJc?ed t o  :-cad a s  fo!!ows: 

A 1 1  s w o r n  members assigned t o  the Fire P r e v e n t i o n  Bureau are  
!?ereby assigaect a s  Arson  Investigators az2d as such shall 
enforce t L e  p r ~ v l s i c z s  o f  t h e  t ' z i f o r m  ?en=: Code a s  i t  
p e r t a i n s  tc a r s o n .  

1 5  20.070 SECTION 2.105 AKENDED AUTHORITY OF FIRE 
E'ERSONNEL TO EXERCISE 
POWERS O F  POLICE OFFICER 



.--- 

15.20.080 SECTIOP: 2 . 3 0 3  AMENDED APPEALS 

Whenever tF.2 ?:re :hie: disapproves 3r: ap?Zication 3:- 
r e f z s e s  t o  grar. t  3 ?ernit app!ied for, or ufier. it :E. c!::re? 
t h a t  the >rov:s:oss of the f i r e  preventign .:ode d o  n o t  appl:i 
o r  that t h e  t r z e  i r , t e z t  and meanins o f  the fire preveztia- 
code has beer! aisconstrued or urong;:y interpreted, tY,;l .  
applicant may appeal frca t5e decision of the F i r e  Ckief tcr 
the city cour.ci!  x L t 5 i ~  t 5 i r t y  days f r -on  t5e date f the 
decision appealed. 

No persor., whetker as c w n e r ,  !sssee. sub!essee or sccupant, 
sha!! zse, occxpy 0 s  zaintain s s y  >>ccu?ancy, 3rernises. s r  
vehicle o r  cause c r  pirmit the sane to be dcne. 2or.trar-y to 
o r  in violaticn of an:? 3f t5e ~rovisions of ' - 5 ~ s  fire c c d e  
o r  arty lawful ~ r d e r  i s sGed  5 y  t h e  Fire Chief c r  his 
authorized representatives :rider this chapter. Any p e r s o n  
violatins t h e  provisions of t h 5 s  section 5 s  5 r r L l t y  cf t 
misdeneasor :or eac:? day sxck- 13 ic : a t ion  c o n t i n t l e s .  

15.20.100 SECTION 4.107(f) ADDED REVOCATION, SUSPENSION 
DEN I AL 



. 

15.20.110 SECTION 4.109 ADDED NEW MATERIALS, PROCESSES 
OR OCCUPANCIES 

Section 4.10 of the ''Vzifam air.. Code. 1991 Editiox" adopted by 
Sectiorr 15.19.010 is addec! to read as follows: 

The City Xanager. F i r e  C k i s f  2r.d "ire Marsha! shall act as a 
cormittee to Jeterrnine and s ; ? e c i f y  a f t e r  giving affected 
persons an opportcnity t o  be 5eard. any new materials, 
processes  0: cccc?aacies.  which shall reqcire permits. 5 3  
addition to t h o s e  "OW enrrxerateb I 2  the Code. The Fire 
Xarshal shall post such list in a conspicuo~~s place i 2  h i s  
office and distribcte c o p i e s  thereof to intereste? p e r s o a s .  

15.20.120 SECTION 9.105 AMENDED DEFINITION 

Section 9.105 cf the "'Jniforn E r e  Code, 1991 ZZition" ado?ted by 
Ssction 15.20.310 is amended to read as fol!ous: 

CEWT3AL STATIOS sha!; zean azy Z . 2 .  Iistec! office o r  station 
where ?erson(s) monitor and/or receive emergency signals 
from alarm sgstcns, and thereafter, relay messages from such 
signals 5 y  live voice to the City of Lodi ?olice/Fire 
Dispatch Center. 

15.20.130 SECTION 10.204(a) AMENDED DIMENSIONS 

Section 1 0 . 2 9 4 ( a )  of the "Uniform Fire Code, 1991 Zditior?" 
adopted by Section 15.20.310 is amended to read as fo!!ows: 

Fire apparatus acc9s.s roads shall have an unobstructed width 
of not l e s s  than 2 4  feet and an xnobstructed vertica: 
clearance of not less than  13 feet 6 inches. 
road shall 5e not less  thar, 21 feet. 

Vertical clearances or widths shall be increased when, in 
the o p i a i o n  of the chief, vertical clearances or widths are 
not  adequate to provide fire ap2aratus access. 

15.20.140 SECTION 10.204(b) &!ENDED SURFACE 

S e c t i o n  10.204(5) o t  the  "Vniform ? i r e  Code, 1991 Edition" 
adopted hy S e c t i o n  15.30.810 i s  amend%? t o  read as follows: 

Fire apparatus access roads  shall be designed and maintained 
to support t h e  imposed loads of fire apparatus and shall 
provic!e a -Jsrnar.ent s ~ r f a c e  3 f  5sphalt or c c r , c r e t e  installed 
the f u l l  width of  31: s t r e e t s .  cul-de-sacs and f i r e  lanes . 
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15.20.150 . SECTION 10.301(a) AMENDED PREMISES 
IDENTIFICATION 

Section 1C.3CL(a) of the "Uniform Fire Code, 
adopted by Section 15.20.010 is amended to read as follows: 

Approved numbers or addresses shall be placed on all new and 
existing buildlngs in such a Cosit-ior. as to he ?la5nl?- 
visible 2r.d legible f r o ?  the strm-t or r o a d  fror.ting the 
property. 
background. 

The approved minimtun size dimensions of the numbers ska!! 5e 
as specified by Table 1 

Where a buildi9g is set back from the street or road 
fronting the property and where addresses may not be clearly 
identifiable due to distance from the street or roadway, 
landscape and arc5itectcral appendages. or other 
obstructions, address 2osting shall 5 e  required both at the 
street driveway serving such building and on that building. 

1991 Edition" 

Said numbers shall contrast with their 

...................................................... 

. Distance to Building Address Size 
TABLE: 1 

25 Feet 
2 6 - 4 0  Feet 
41-55 Feet 

OVER 5 5  Feet 

3 INCHES 
s INCHSS 
9 INCHES 

1 2  INCRES 

...................................................... 

15.20.160 SECTION 13.301(c) ADDED PREMISES IDERTIFICATION- 
REAR 

- .  

" .. -- I 
i '-.-.. ............... .~-"*-<+. *>..*b: ............... 
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Sectio:: 10.30t(d) of the "Czifcrm Fire C o d e ,  1991 Edition" 
adopted 5 y  Section 15.20.010 is added to read as fo!!ows: 

An approved diagram of t 5 e  prenises which clearly izdicates 
a!: individual addresses of each unit in the corplex shall 
be erected at the entrance driveways to every r n u l t i g l e  
dwe!Iing complex haviw x o r e  than one Dui:dizq on :be 
premises o r  wher? rocxired 5 y  the F i r e  Ckief. 

In addition, the ?ire Chief may require that individual 
buildings on the premises be identified in an approved 
manner. 

15.20.180 SECTION 10.302 (a) ADDED HHMP BOX 

Section 10.302 (a) of the "Uniform Fire Code, :9S1 Edition" 
adopted 5y Section 15.2C.OlC) is amencied to read a s  5o::ous: 

When a business u h i c h  handles hazardous materizl-s is 
required to complete a hazardous materials Xanagement ?!an, 
the Chief may require the installation cf a secured box at 
the primary facility entrance containing a copy of t 5 e  
Hzzardous Materials Xanaqement Plan. This box sha! I be 
waterproof and capable of holding tE?e doc:xmant in a rolzed 
condition without foldins. Cther ctziracteristics of the box 
shall b e  approved by the Chief. 

Businesses which hanc!.!c acutely hazardous material a s  
defined in Sec t ion  1 5 5 3 2  of the Xealth and Safety Code shall 
instal: a Eazardous Xaterial Xanagement Plan 3ov i n  
accordance with this section. 

15.20.190 SECTION 10.501 (d) ADDED FIRE EXTINGUISHERS 

Section 10.501 (d) of the "Uniform F i r e  Code, 199: Edition" 
adopted by Section 15.20.010 1 added to read E S  follows: 

~ l l  buildings and premises. except 2 3  occnpancies, shall 
have  installed ar.2 properly n o a n t e d  5 2  approved location a 
minimum of one f i r e  e x t i n g u i s h e r  tavir,g a n?inimum rating of 
Type 2fi::OBC or s. p r e s s c r i z s d  z a t c r  esticccisher I.avir-5 2 
minimum rating of T?pe -a. o r  of  a quantity, type and 
location a5 deternir.ed Sy t h e  F i r 5  C h i e f .  

-1 
I 
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15.20.200 SECTION 10.507(c)3 DELETED AUTOMATIC FIRE 
EXTINGUISHING SYSTENS 

Sect ior ,  10.507(d) of t h e  "'Jniforrr! Fire Code, l?Sl Edition" 
ado?ted b y  S e c t i o n  15.23.0l0 is deleted. 

15.20.220 SECTION 10.507(i) ADDED AUTOMATIC FIRE 
EXTINGUISHING SYSTEMS 

Section 10.507(i) of t h e  "Uniform F i r e  ?'ode. 199: Edition" 
adopted by Section 15.20.010 is added to rea l !  as follows: 

In addition to the reqcirenents specified in Sscticns 10.507(a) 
through ?_0.507(h), automatic sprinkler systems s h s l :  5e tnstalld 
and maintained in an operaSle condition in the Co::owinF 
locations and in the following baildings hereafter constructed, 
remodeled o r  change2 I- occupancy regardless of the  installation 
of area  separation wzlls: 

(I) Every hi!Jing 3ereafter constructed in which the t o t a l  
floor a r e a  is 6,300 square feet cr nore. 

( 2 )  Every b u i l d i n g  hereafter const ructed of t h r e e  o r  ~ 0 x 2  
stories as defined i;l t he  'u 'niforn 3uiIding Code. 

( 3 )  Every bullding hereafter remodeled when the c o s t  
accunulative cost of remode!ing exceeds $ 100,000.00 
and t h e  total floor area is 6003 square feet or more. 

Remodeling is considered to occur  when t h e  first 
alteration of any wall, ceiling, floor o r  other 
structural part of the building commences, whether or 
n o t  that alteration affects the external dimensions of 
the strcctcre. T5.e cost zccumulation shaII be 
calculated from the d a t e  of t h e  Errst sprizkler 
o r d i x r , c e .  
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conforminr;  ts t h e  requirements ,.f t h i s  paragraps f o r  
those groups, prcvided the new O r  proposed use is ! e s s  
hazardous, i a r e 3  02 life and fire r i s k ,  than the 
cxistinq use. 

< 5 )  This sectlon shall n o t  prec lxde  o r  a l t e r  the intent of 
the Uniforrn Sui!ding Code, Sect-0- 538. f i r e  resistive 
substi tuti an. 

aiiildings constructed for s p e c u l a t i o n  p u r p o s e s  or buildings 
c o n s t r u c t e d  uithout ‘r.nou:edge of 3cccpar.cy z:essificatioz 
shal: kave a s p r i n k l e r  system < > s t a l l e d  t o  w e t  the desiqr; 
criteria of Ordinary Eazard Croup  2 as identified in the 
NFTA 2991 standards. 

- .. cAceptions: Buildings dividad into areas n o t  greater than 
6,000 square feet by area separations walls of not Izs s  than 
2-hour fire-resistlvs construction provi2eed t 5 a t :  

a. Walls are constructed without openir.5.s end uithoct 
penetrations for ducts. 

b .  h’o avenues exist that wou12 allow ffre, ?,eat or 
smoke sp read  Setween divided areas .  

c. The !ccat:oz of the fire t;t” is c l e a r l y  znarkod aEd 
identified z n  ‘c5e e x t e r i o r  of  t h e  b c i l d i n g  Fr. a 
inancer ap?roved by the Firs Chief. 

buildins i-? a -anzi+r approved by the Fire C h i e f .  
d .  The f l r - e  sail 5s identified 5:: t h e  interior of :Ire 

a. An 9 ?!./2-inch by 1:-inch site p l a n  is submitted 
indicating the location of t5e f i r e  wall 13 the 

Suilding. 

The use of this exception may 5e denied or revoked by the 
Fire Chief f o r  due  cause. 

 or the  purgoses ~f applying this section, eac5 portion of a 
Suilding separated by one or more are3 senaration walls 
shall not be consider-d a separated FJui ld ing .  

_._ - . -- . . - . .. 
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Secttor? L l . 2 3 3  of t5.e " 'Jniform F i r e  C o l e ,  1991 gditior." adoptti-2 
by Section 15.20.910 is adc?;.d t o  r a a d  a s  folIows: 

No person shall kindle Or maiatain any outdoor fire withi2 the 
limits of t!ie City of Lodi, except that this section shal! mt 
prchiSit t h o s e  fires that are approved by tke  ? i r e  Chief f c r  t h e  
f 0 1  1 owizg gurposes : 

a. The preventis3 of 3 "1-5 Lazaz2 whick cannot be abated 
by any other means. 

5 .  ?5e i-struction of ?~S!ic ernp!oyees in the methods of 
fighting f i r e .  

c. The instruction of employees in methods of fiqhting 
fire, when such f i r e  is set, pursuant to permit, c n  
p r o p e r t y  used f o r  < - d : r s t r i a l  ? I I T ~ O ~ ~ S .  

i 

d .  The setting of  b n r ? . L I r e s  necessa ry  t~ save  life -- i ; 
valuable property pursuant to S e c t i o n  1 4 2 6  of tSe ?uSl5c 
Resource Code. I 

f 

of the Health and S a f e t y  Code. 1 
5 

f .  3 i seass  Or g e s t  prevention, where t h e r e  is ar, I m w d i d t e  t 

e. The abatement of fire hazards 2ursuznt to Section 1 2 0 5 5  

$ 

need for and 20 reasonable alternative to 5urni3~. 

IJothing in t h i s  section shall be construed as prohi5itizg 
cpen outdcor  fires used only f o r  cooking food f o r  hvman 

! consumption where such use is accomplished in an approved 
5 fireplace or barbecr;s p i t ,  o r  for- recreational 2urposes in 

a r e a s  approved by the P i r o  Cief, provided that t h e  
combustible material IS c l e a r  d r y  uood o r  charcoal. I 

F 

15.20.250 SECTION 11.206 SDDED CONSTRUCTION SITES 1 .  
I 

Section 206 of the "Uniform Pire C o d e ,  1991 Edition" adopted  by  
Section 15.20.010 is added to r e a d  as follows: 

No f i r e s  shall be perritted to b u r n  on ar?y c o c s t r u c t i c n  site i 
for any purpose. T h i s  section IS n o t  to Frohihit the use of i 

i manner and necessary f o r  the c o n s t r u c t i o n  0: t h e  bui1dir.g. ! 
i 

d e v i c e s  0:- t o o l s  producing a f l a ~ i e  xhe2 used in an approved 

I 
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1 5 . 2 0 . 2 7 0  SECT1011 11.305 ADDZD A L L F I S  TO BE KEPT CLZAN 

Section 11.305 of t h ~  "VzifGrn F i r e  Code, 1 3 9 :  Zdition" adopted 
by scc t ior .  :5..?0.723 is added to - c a d  as follows: 

! 

No per son  ownir,g 9: occc?yln, -  3: 5avizc: t h e  p o s s - ? s . . ; i ~ ~  2:: 
contro! of any p r o a e r t y  bor-dering on any public alley i? ti,- 
city of :odi ska!! f a i l .  :-of'l;se or  zeq1ect to k e e p  that 
portion of such ; r ! ; ~ y  b t w e e n  t h e  cantcrline thereof a22  ?Ye 
gro?er:y line of scch ?rcper ty  f r e e  f r m  accurnu!ations of  
waste ?aper, ha:r, ~ Y : S S S ,  s t r a u  weeds, litter o r  comi>:isti51: 
o r  f!arnmab!e waste material, waste F e t r o l e u m  products  0:- 
rubbish of any k i n d .  I 

1 5 . 2 9 . 2 8 0  SECTIG3 11 - 306 XDDED ZOUSEKEEPING AND FXRE 
XU1 SAIJCE 

Sectior, 11.336 of the "Uniform F i r e  Code, 1991 Edition" adopted 
by Section 15.20.010 is 3dded t o  read as  follows: 

iiII buiIdings azc! premises shall be mziztained ir. goo3 
repair and in 3 clean and orderly ma:?"+-. Erct. 5rom any 
condition that p r e s e n t s  a : i r e  hazard o r  a condition uhick: 
would contribute tc t h e  rapid spread of fire. 3 

15.23.290 SECTIOK I:. 307 ADDED ELECTXXCAL DISCONNECT 

Section 11.307 of t?~? "Uniform Fire Code, 1991 Zditioa** adopted 
by Section 15.23.010 is added t o  read as  follows: 

i 
5 z 

All buildings providir ig  electrical service through more t5an 
one (I) serv ice  meter or through rnultiple se rv ice  
connections, shaL: have each main electrical disconnect 
identified in a nanner approved by t h e  chief indicatrng 
areas or units served. 

I 15.20.300 SECTION 11.308 ADDED GAS CISCONNECT 

Section 11.308 of t h e  *'Uniform F i r e  Code, 1991 Fdition" adopted 
by Section 15.20.01C is added to read as foLIows: 1 

1 
1 

AI 1 buildinqs p r o v i d i n c  natural gas service t5 roEgh nore 
t h a t  or?e (I) s e r v t c e  meter or through cu:tF?le serv ice  
connections. shall 5 a v r  individual gas s f i - ~ t - a f f s  identified $ 

in a mariner- approved by the chief izdicating areas or units 
served. 

15.20.310 SECTXON 14.111 3D3E3 REGULATED SPSTFiS 

5eC:iio1i 1;. 11: ~f the ''Yzif::~ 7; - L -  -.=. f?:de, IS91 !Xition" adopted 1 

by Section 15.20.010 is added to read as follows: 

i 

Appendix TiI-C of tt?e "Uniform ? i r e  Code, 1991 Edition" 
shall a p p l y  to all ?i-e Sprinkler Systems, Stand2ipes and 

f 

I 

' ?  - -  
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Combination Systems instal 1 4 ,  l - egard les s  -i f t h e  system w a s  
installed as a requirement of any code o r  n o t .  The date of 
installation or the d a t e  O F  an approved inspection 
conforming to the requirements of Appendix 7Ii-C shall be 
used when applying interval p e r i o d s .  

15.20.320 SECTION 25.115 AMENDED LIGIITED CAlJDLES AND OTHER 
OPEPI FLAME DEVICES 

SsctioR 25.115 of the "Uniform F i r e  Code, L S S l  Edition" adopted 
by Section 15.20.010 is amended to read  a s  follows: 

:Jo person shall place or naintain, cr permit to be p!actd o r  
maintained, any lighted Landle on any tree or s h r u b ,  o r  :.:3e 
or maintain any candie or other ope2 flame device i n  any 
building o r  place in such a manner as to create a hazarc? to 
I i f e  or ? r o p e r t y  as determine6 by the P i r e  Ckief. 



15.20.360 SzcTrorJ 79.111 AI4EXDED OPERATING HERTIIlG: 
LICiiTXNG, COOKIXG 
APPLIANCES 

e ,  LSSl Edition" acapteb 
3 s  follows: 

Heatfzg, lighting o r  cookL2r: appliances u3ich utilize C l a s s  
1 l i q u i d s  shall n o t  5.. operated uit5i5 azy building o r  
st r u c t a r e .  

1s. 20 - 370 SECTIOr? 79.13 C ( q )  ADDED STORAGE OF' TANKS 

Section 79.116(g) of the "CZifsm F i r e  C o d e ,  1991 S d i t i o n "  
adopted by Section '5.20.310 is  added t o  r e a d  as follows: 

Underground tanks t h a t  have  heen removed f r -on t 5 e  5zoun2 and 
aboveground tanks t 3 a t  a r e  no l m g e r  i~ s e r v i c e  shall be 
c lea r  of flammable vaDors .AS . - i . r k i f l c ?  L.y an approved  
t e s t i r q  l a b .  

?he F i r e  Chief ziay 1 5 d t  t h e  number of f l a ~ z a 5 2 s  l i txuid  
tanks that are s t o r e d  or! any p r o p e r t y .  

The storage of t anks  shal: be as approved '>y t5e ? i ~ e  C f i l e E .  

15.20 - 380 SECTION 79.501 LTMXT'S ST3TlOXA3Y TAKT STORAGE, 
ABOVEGROUBD OUTSIDE O F  
BUILDINGS 

The limits referred to in Section 79.501 of the "Uniform 
F i r e  Code, 1991 Edftion" adopted by S e c t i o n  15.20.01C i3 
which the storage of C l a s s  I and C l a s s  11 liquids in 
aboveground tanks outside of S i i i l d i n g s  is prohibited in the 
entire city excep t  arcas zoned C-!-!, :-I-1 anc! U-2 as srrch 
ZoRes a r e  Zefined in the z0nir.g r3pulaticns of t h e  city. 



I 

5. Tanks con ta ix i . ?c  Tlass 7 ,  T T  or 7;L-G liquids 
providing storaoe within a special enclosure ia a buildizg 
or in an outside abovecrou-d special enclosxrj shall n o t  
exceed 1100 gallons individually o r  1100 g a l l o n s  aggregate 
per parcel. 

The storage of Class 1, TI or IZI-ii flammab:e o r  
combustible liquids wit!?in a s p e c i a l  enclcscyc i- a 5:iI<.iz.= 
o r  in an outside aboveground speciaI er.closcr~-. is ~ z c ) ~ - . i S ~ ~ ~ c ?  
except areas  zoned (=-:.I, N - l  and M - 2 ,  as such zones iirs 
d e f i x e d  in the zoninq regulations. 

Class I o r  C';ZSS liquids rnay be dispense2 i n t g  t.!? f7,t.l 
tank of a motor vehicl9 f r o m  an outdoor aboveground special 
encIosure conforTizq ts this s r c t i c r . .  

outside aboveground s p i c i a :  enclosures shall have tanks 
epclcsed by reinforced concrete at least ? i>c,h.es t h i c k  End 
shall be constructed per Underwriters LaSoratories 
Specifications G . C .  2085. 

Fill opening shall be equipped w i t ? :  a closure designed so 
that it nay be locked. 

outside aboveground special enclosures shall be at least 10 
feet from any Suildi~g or combustible storage and so located 

. as such additianal distance shall be provided as w i ; I  ensure  
that  any vehicle, equipgent o r  contair .er  being fillet! 
directly frwn such t a n k  shall b e  r?ot less tyan 10 'eet from 
any s t r c c t u r e  o r  ot5er combustible. Orrtside a ! m ~ e q ~ o z > d  
special enclosures s h a l l  be k e p t  at l e a s t  5 :pet Zrom 
property line and ?u5!i~ ~ a y s .  

F!anmab!s ant.1 c o ~ ~ b u s t i ! > l e  1 % < z ~ i : ~ : -  s!:al1 : - ~ k  - _  17, cransfeyyed 
fron abovegrounz special cncl c s u r - c . ~  5 y  . z r a v i t y  r!isc!-,ar-ge. 

-1 cl;.ctl-ica: ~ 0 3 t r o ! s  s?.al! ~.+-4t +I! : e - ~ - ~ i y s m e n t s  o f  sscsica 
7 y c c 3 *  o z  "";>if-rT. Ti:-+ .?5cL, - C c ?  - -  - - 7.a;L: ,?* ' l  --- . 



A corspicuoua sFgn prohibiting s m o k l ~ c ,  m c !  requiring the 
m o t o r  to !>e +hut off during fueling operations shaIl L.e 
posted . 
~ b o v e c j r o n n d  s?eclz ' ,  ~nc'io~uzos shall d i s p l a y  3 flmrnable 
placard 03 hot?. sides of the special encloser-e 3 3  oppcsite 
corners, the t r 2 e  an6 m a t e r i a l  stored shall a l s o  be 
displayed directly Selou the flammable plzcar .3 .  

The g rade  of t h e  :and shall be such t h a t  a fue l  spill will 
not d r a i n  to E skarn d r a i n ,  buildfzq 31- ~ t 5 e i -  expcsrire. 

'Jrotection agai:?st  Thysical damage shall be sl-ovided as 
required 5 y  ?!I+ ? i r e  C h i e f .  

15.20.400 Section 79.903(a) AMENDED ABOVEGROUND TANKS 

t5c 

EXCZTTICPS: 

1. ils p r o v i d e d  f o r  L 2  Section 7 9 . 9 0 2 ( ~ )  

2. Dispensing 

dispensing s y s t  
motor vehicles 

conformance with 

o f  Class Ii liquids into t h e  fcel tar.Xs of 
f r o m  a2 approved aboveground f r ? t ' _  
em f o r  p r i v a t e ,  no?-retail use when in 
S e c t i o n  79.912 

1 5 . 2 0 . 4 1 0  Section 79.912 ADDED DISPENSING INTO FUEL 
TANKS OF MOTOR VEXICLES 
PROP? AROVEGBOrnD T r n S  

Sect toi l  7 9 , 9 1 2  o f  the "C 'n i f c rm ?ire C s c ' e ,  I S S i  Zdition" adcp t rd  
5 y  Section 1 5 . 2 0 . 0 1 n  is ?ciZeri to read as f o l l o w s :  



CONTATNMEXT WkLG- 
A containment wall of co?.crete o r  masonry shall be 
constructed r e g a r d l e s s  of t a n k  co~strxction am5 sha:l 5e 
designed to c o n t a i n  110 percent of the taak capacity. 
The containKent wa!! s h a l l  have no  side closer +ha> I C  
f ee t  t o  aay p r o g e r t y  llne or building. 

The minimum distance between tarks and the i n t e r i o r  
containment wai ls  shall h e  rtot less than 3 feet and Rot 
nore t h a n  5 f e l t .  

Contai-:m-nt L;a:ls s!ial: ;lot 5e IPSS if..ar? Z T p e t  in :--*ight 
and n o t  n o r ?  thap 5 f e e t  ::.I keiqht .  



h 
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15.20.440 APPENDIX I-?. AKENDED EFFECTIVE DATE 
SECTION 1 (3) 

Appendix 1-3, Sec t io2  Ib o f  t k e  T n i f o r n  F i r e  Code, 1991 Edition" 
adopted by Section 15.20.010 5s anended to read as follows: 

15.20.450 APPENDIX I - A ,  ADDED EXIT XLLUHINATION 
SECTION 2(f) 

' aycr  



A t t e s t :  

Jennifer ?eCrin 
C i t y  C l e r k  

Statc of C a l i f o r - n i a  
County of San v’oaqui?. s s .  

Ayes : ~ o l r n c i l  !-!embers - 
Yoes : Cou~ci! ,‘ierr.Sers - 
Absent : Counci 1 !-!ernSers - 

J 

Approved as to forn!  

Robert HcSat t 
City A t t o r n e y  

19 
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CITY OF LODI 

221 WEST PINE STREET 
W D X ,  CALIFORNIA 95240 

ADVERTlSI NG INSTRUCT IONS 

SUBJECT: NOTICE OF PUBLIC HEARING - ADOWION OF UNIFORM FIM CODE 

PUBLISH DATES: SATURDAY, MARCH 6 ,  1993 

"'EAR SHEBTS WANTED: THREE 

AFFIDAVIT AM) BILL TO: 

DATED: MARCH 3 ,  1993 

JENNIFER M. PHRRIN, CITY CLBRK 

DEFWTY CITY CLERK 
ADVXNS/TXTA .02 J 



<'A H S EX; I i.: FOHU hi 
Time: 7:30 p.m. 

I For information regarding lhis Public Hearing 
Please Contact. 

Jennifer Y. Perrin 
Clty Clerk 

Telephone: 333-6702 

NOTlCE OF PUBLIC HEARING 
April 7, 1993 

NOTICE IS HEREBY GIVEN that on Wednesday, at the hour of 7:30 p.m., or as 
soon thereafter as the matter may be heard, the City Council wiil conduct a 
public hearing to consider the following matter: 

a) Adoption of Uniform Fire Code 

Al l  interested persons are invited to present their views and comments on this 
matter. Written statements may be filed with the City Clerk at any time prior 
to the hearing scheduled herein. and oral statements may be made at said 
hearing. 

I f  you challenge the subject matter in court, you may be limited to raising only 
those issues you or someone else raised at the Pubiic Hearing described in 
this notice or in written correspondence delivered to the City Clerk, 221 West 
Pine Street, at or prior to the Public Hearing. 

By Order Of the Lodi City Council: 

City C1,erk 

Dated: March 3 ,  1993 

Approved ds to form: 

City Attorney 
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